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Abstract—The Global Positioning System (GPS) is critical to
the real-time synchronized sampling of phasor measurement units
(PMUs). Unfortunately, GPS signals are occasionally unstable due
to several factors such as weak satellite signal and GPS spoofing,
thereby leaving the PMU with a degraded sampling performance.
In this letter, a novel Pulsar-calibrated Timing Source (PTS)
is proposed as the alternative timing source for synchronized
sampling. The PTS can generate the timing signal with a 1µs
drift error within 91 holdover minutes to ensure continuity of
sampling accuracy. Experimental tests are conducted and the
results reveal the reliability and accuracy of the PTS for PMU
synchronization.

Index Terms—Phasor measurement units, pulsar-calibrated
timing source, synchronized sampling.

I. INTRODUCTION

PHASOR measurement units (PMUs) have become an
indispensable part of the Wide-area Monitoring System

(WAMS) for power grid situation awareness. PMUs can gen-
erate the synchronized real-time data streams based on the
pulse per second (PPS) from Global Positioning System
(GPS) [1]. The accuracy of the synchronized data, such as
the angle and frequency data, is highly affected by PPS.
The IEEE C37.118.1-2011 defines that total vector error can-
not exceed 1% for PMU, of which the corresponding angle
and PPS timing errors are ±0.573◦ and ±26.5 μs, respec-
tively, for a 60 Hz power system [2]. Unfortunately, there
are two issues that plague the accuracy of sampling, includ-
ing the weak satellite signal and GPS spoofing [3], [4].
Consequently, the measured angle will drift due to cumulative
effects.
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To mitigate the negative effect caused by the above prob-
lems, several backup timing sources are proposed in the
literature. Compensating the offset is one of the most com-
mon methods with the assumption that the frequency of the
internal oscillator does not change. In [5], an angle compensa-
tion strategy is proposed and the tolerable length of GPS loss
is 51 minutes. However, the assumption that the frequency
of the internal oscillator does not change can be valid in the
short term. And it cannot fully compensate for the angle drift
since the actual frequency of the oscillator will be affected
by the temperature and external factors such as the supply
voltage. Thereafter, some other synchronization schemes are
developed. For example, the chip-scale atomic clock (CSAC)
is utilized for the synchrophasor measurement in [6], which
can reach an 0.0046◦ angle error standard deviation (SD).
However, to realize the high accuracy, each PMU should be
equipped with an additional timing source, thus increasing the
manufacturing cost. Besides, the double-oven controlled oscil-
lator (DOCO) is also used for the PMU holdover performance
improvement with a 1.8 μs timing error in three hours [7].
By controlling the temperature of the oven, a small frequency
change rate can be obtained. The warm-up time and higher
power consumption limit its wide application. In general, the
above-mentioned timing source mainly works according to its
own stability, but its actual frequency is changed.

Observations have proven that pulsars emit periodic pulse
signals of which the periods are extremely stable, which can
reach 10−15 for 10 years [8], [9]. Utilizing the known periodic-
ity and stability of the pulsar signal, the real-time frequency of
the local oscillator can be estimated with the reference of the
pulsar pulse. This process is called a Pulsar-calibrated Timing
Source (PTS) in this letter. The PTS can generate precise peri-
odic signals, e.g., PPSs to provide an alternative solution for
synchronized sampling. Compared with the GPS signal, the
PTS can reduce the possibility of signal loss and cyber attack
due to the following two reasons. 1) The radio telescope can
search for multiple pulsars to avoid the signal loss problem.
2) The period of the pulsar can be considered fixed, and the
radio telescope is not searching for the strongest signal as
its target signal. Thereafter, the effectiveness of the PTS is
verified through the experimental test.

II. PRINCIPLE OF PULSAR-CALIBRATED TIMING SOURCE

The motivation of the pulsar-calibrated timing source is to
serve as the alternative timing source when the GPS signal is
not reliable. By estimating the real frequency of the crystal
oscillator that the pulsar sampling equipment used, the timing
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Fig. 1. Setup of Pulsar-calibrated clock.

Fig. 2. Setup of Pulsar-calibrated timing source with UGA.

signal can be generated. As shown in Fig. 1, denoting the
ideal frequency of crystal oscillator as fs, the estimated true
oscillator frequency fs +�f can be derived using the extracted
periodical pulsar pulse, where a sufficiently high accuracy can
be achieved when the period of pulsar data superposition is
longer. The detailed pulsar signal extraction method can refer
to [10]. After getting the fs + �f , the PPS can be generated
utilizing its internal timer.

To verify the effectiveness of PTS, the synchronized mea-
surement device is used for the performance evaluation. Here,
the Universal Grid Analyzer (UGA), is selected as an example
of synchronized measurement devices to verify the accuracy
of PTS [11], as shown in Fig. 2. The workflow of the proposed
PTS can be summarized as follows.

1) Lock to GPS satellites: The PTS signal will align to the
PPS signal from the GPS when the GPS is available.

2) Calculate oscillator frequency: The frequency of the
oscillator used for the pulsar signal sampling will be cal-
culated. An accurate pulse profile (shape, signal-to-noise
ratio) will be used for the pulsar extraction.

3) Generate accurate PTS-based PPS: Based on the real-
time calculated frequency received from the server, the
accurate PPS can be generated as the timing signal for
the required devices.

For example, the PTS-based PPS can be fed into the
synchronized measurement devices as the alternative timing
source when the GPS signal is not stable. When the number
of satellites is less than 2, it can be treated as a GPS signal lost
and the PTS can start to provide the timing signal. When GPS
signal spoofing happens, a GPS spoofing detection method is
required. Once the GPS signal is spoofed, a switch signal can
be sent to the PTS method and the aligned state of the PPS
can be returned to the previous state in which the GPS signal
is normal.

After the PTS-based PPS is generated, the distributed PMU
can receive the signal through Precision Time Protocol (PTP)

Fig. 3. Angle error of GPS-UGA and PTS-UGA.

Fig. 4. Frequency error of GPS-UGA and PTS-UGA.

defined by IEEE1588-2019 [12], which can achieve the precise
synchronization of the real-time clocks. The path delay mea-
surement errors can reach 0.3ps, and for a residence time of
1 ms, the maximum error is 200 ns (it can be reduced by cor-
recting) [12]. Meanwhile, the tested single link synchronization
test error can be lower than 5 ns according to [13] so that the
synchrophasor measurement can meet accuracy requirements.

III. PTS EXPERIMENT

To compare sampling accuracy, two UGAs will be used
including the PTS-UGA and GPS-UGA. The timing signal of
GPS-UGA is provided by the GPS. The standard signal source
OMICRON CMC 256 Plus is used as the 60Hz sinusoidal volt-
age signal generator. During the test, a delay of 10 seconds is
considered, which means that the current generated PTS-based
PPS is referred to the estimated crystal frequency calculated
10 seconds ago. The actual angle and frequency error test, as
well as the timing drift, are evaluated in tests.

A. Sampling Performance of Pulsar-Calibrated Oscillator

The measurement angle and frequency error results are
shown in Figs. 3 and 4, respectively. Here, 100s frequency data
is presented to facilitate the observation of data differences.

It can be seen that the error of measured angle and frequency
are lower than 0.01◦ and 0.1mHz, respectively. The reported
error of CSAC-frequency disturbance recorder (FDR)[6] is
also compared with the proposed method, where the SD of the
frequency and angle error are summarized in Table I. As can
be seen from Table I, the SD of angle and frequency error are
close to each other for GPS-UGA and PTS-UGA. Compared
with CSAC-FDR, the angle and frequency error of PTS-UGA
are both lower. The sampling error result shows that it can
meet the IEEE standard since the angle error is lower than
0.573◦ [2].
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TABLE I
SD OF GPS-UGA, CSAC-FDR, AND PTS-UGA

Fig. 5. Timing drifts of GPS-UGA and PTS-UGA without the calibration.

Fig. 6. Timing drift of PTS-UGA in two hours.

B. Timing Drift Testing

Although the PTS has a high timing accuracy, a cumulative
error will occur with long-term GPS signal loss. To explore
the duration of PTS staying within the accuracy limit of the
IEEE standard, the timing drift is tested. At the beginning of
the test, the PTS is disciplined using the PPS from GPS. Then
the GPS signal is blocked and the synchronization signal of
UGA is switched to the PPS generated by the PTS. The time
difference between GPS-UGA and PTS-UGA is measured.

The timing drifts without and with the calibration for PTS-
UGA are presented in Fig. 5 and Fig. 6. It can be seen that the
timing error can reach 23.39 μs in 10 minutes for PTS-UGA
since the local crystal oscillator is not calibrated.

As shown in Fig. 6, after the accurate estimation and com-
pensation, this error decreases to 1 μs in 91 minutes, which is
equivalent to 0.0216◦ angle error for 60 Hz power system, and
0.018◦ angle error for 50 Hz system, satisfying the require-
ments of the IEEE standard. Meanwhile, it can be seen from
Fig. 6 that the PTS has a −0.25 μs error at the begin-
ning of 10 minutes, indicating its good transient performance.
Meanwhile, compared with the 51 minutes length using the
angle compensation method [5], the PTS has a longer tolera-
ble length for requirements such as oscillation detection and
event location.

To further verify the measurement error, the angle com-
pensation strategy from [5] is compared with the proposed

TABLE II
COMPARISON OF ANGLE MEASUREMENT RESULTS

method, as listed in Table II. The results show that after the
compensation, the angle error is highly reduced from 0.112◦
to 9.94e − 3◦ after 30 minutes. Compared with the compen-
sation strategy, the angle error of the PTS-based method is
lower with 6.24e − 4◦ angle error, indicating that the validity
of the proposed method.

C. Timing Error Analysis

Although PTS is an accurate timing source, timing error
including the compensation error and frequency estimated
error still exists. However, the compensation error can be
greatly minimized through testing. Besides, the accuracy of
frequency estimation is directly related to timing accuracy.
According to the actual pulsar data of J1713 + 0747 from the
green bank telescope, 500 ns accuracy can be obtained with
a 15.63 s pulsar signal data when fs = 200 MHz. Moreover,
250 ns accuracy can be reached with near 31 s pulsar sig-
nal data. For the current test bench, 1 μs in 91 minutes is
the best performance. Theoretically, the frequency estimated
error can be reduced to a smaller value (less than 100 ns) with
a higher sampling frequency or longer sampling window. In
reality, two PMUs may locate in different locations that are
far apart, the timing error will increase slightly in two cases.
If the precision time protocol is used to realize the distribu-
tion of the synchronization signal, the maximum timing error
is the sum of PPS transmission delay and the timing error of
PPS, namely 2.008 μs in 91 minutes. If two PTS devices are
used, the maximum timing error caused by the PPS can reach
2 μs in 91 minutes which is double of a single PMU error.

To explore the real-time performance of the proposed
method, the time delay is tested. As discussed in Section II,
there are three steps in the PTS method. Steps 1) and 3)
are embedded in the hardware part (Field Programmable Gate
Array, FPGA) of the pulsar-calibrated timing system and these
two steps are real-time. Step 3) will cost about 1.5 seconds in
the dedicated computing unit (data server) for searching the
best-estimated crystal frequency and then send to the hardware
part (send one time per second). Therefore, the total delay of
step 2) will consume less than 3 seconds. Overall, the real-time
applicability of the PTS can be satisfied.

IV. CONCLUSION

In this letter, a Pulsar-calibrated timing source is developed
and successfully implemented on the synchronized measure-
ment devices. By estimating the actual frequency of the
oscillator from PTS, the periodic sampling pulse can thereby
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be generated using its timer. The angle and frequency errors
are measured. The timing drift test is compared with the GPS
based PMU. The following conclusion can be drawn.

1) The PTS can be utilized as the stable alternative PPS
signal source for PMU utilizing the stability of pulsars.

2) The timing drift of the tested PTS is 1 μs for 91 min-
utes, which can provide sufficient timing accuracy for
the synchronized sampling.

3) The higher accuracy can be obtained by observing stable
pulsars and superimposing longer-term pulse data.

Future work could develop the time distribution system such
as that associated with IEEE 1588.C3 to distribute the PTS-
based PPS to each distributed PMU.

REFERENCES

[1] L. Cai, N. F. Thornhill, S. Kuenzel, and B. C. Pal, “Wide-area mon-
itoring of power systems using principal component analysis and
k-nearest neighbor analysis,” IEEE Trans. Power Syst., vol. 33, no. 5,
pp. 4913–4923, Sep. 2018.

[2] IEEE Standard for Synchrophasor Measurements for Power Systems,
IEEE Standard C37.118.1-2011 (Revision of IEEE Std C37.118-2005),
2011.

[3] Y. Zhang, J. Wang, and J. Liu, “Attack identification and correction for
PMU GPS spoofing in unbalanced distribution systems,” IEEE Trans.
Smart Grid, vol. 11, no. 1, pp. 762–773, Jan. 2020.

[4] K. Sun, W. Qiu, W. Yao, S. You, H. Yin, and Y. Liu, “Frequency
injection based HVDC attack-defense control via squeeze-excitation
double CNN,” IEEE Trans. Power Syst., vol. 36, no. 6, pp. 5305–5316,
Nov. 2021.

[5] W. Yao et al., “Impact of GPS signal loss and its mitigation in power
system synchronized measurement devices,” IEEE Trans. Smart Grid,
vol. 9, no. 2, pp. 1141–1149, Mar. 2018.

[6] L. Zhan, Y. Liu, W. Yao, J. Zhao, and Y. Liu, “Utilization of chip-scale
atomic clock for synchrophasor measurements,” IEEE Trans. Power
Del., vol. 31, no. 5, pp. 2299–2300, Oct. 2016.

[7] W. Yao, L. Zhan, H. Yin, and Y. Liu, “PMU holdover performance
enhancement using double-oven controlled oscillator,” IEEE Trans.
Power Del., vol. 34, no. 6, pp. 2260–2262, Dec. 2019.

[8] J. G. Hartnett and A. N. Luiten, “Colloquium: Comparison of astrophys-
ical and terrestrial frequency standards,” Rev. Modern Phys., vol. 83,
no. 1, pp. 1–9, Jan. 2011.

[9] W. Qiu et al., “Pulsar based timing for grid synchronization,” IEEE
Trans. Ind. Appl., vol. 57, no. 3, pp. 2067–2076, May/Jun. 2021.

[10] X. Luo, H. Yin, W. Qiu, L. Zhang, and Y. Liu, “Precise timing based
on pulsar observation for grid synchronization,” in Proc. IEEE Power
Energy Soc. Innov. Smart Grid Technol. Conf. (ISGT), 2021, pp. 1–5.

[11] H. Yin, W. Yu, A. Bhandari, W. Yao, and L. Zhan, “Advanced univer-
sal grid analyzer development and implementation,” in Proc. Int. Conf.
Smart Grid Synchronized Meas. Anal. (SGSMA), 2019, pp. 1–5.

[12] IEEE Standard for a Precision Clock Synchronization Protocol for
Networked Measurement and Control Systems, IEEE Standard 1588-
2019, 2019.

[13] A. E. Tan, “IEEE 1588 precision time protocol time synchronization
performance,” Application Note 1728, Nat. Semicond., Santa Clara, CA,
USA, 2007.

Authorized licensed use limited to: UNIVERSITY OF TENNESSEE LIBRARIES. Downloaded on April 07,2023 at 02:53:29 UTC from IEEE Xplore.  Restrictions apply. 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles false
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Gray Gamma 2.2)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Off
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams true
  /MaxSubsetPct 100
  /Optimize true
  /OPM 0
  /ParseDSCComments false
  /ParseDSCCommentsForDocInfo false
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo true
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts false
  /TransferFunctionInfo /Remove
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /Arial-Black
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialUnicodeMS
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolSeven
    /Century
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /ComicSansMS
    /ComicSansMS-Bold
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /EstrangeloEdessa
    /FranklinGothic-Medium
    /FranklinGothic-MediumItalic
    /Garamond
    /Garamond-Bold
    /Garamond-Italic
    /Gautami
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /Haettenschweiler
    /Helvetica
    /Helvetica-Bold
    /HelveticaBolditalic-BoldOblique
    /Helvetica-BoldOblique
    /Impact
    /Kartika
    /Latha
    /LetterGothicMT
    /LetterGothicMT-Bold
    /LetterGothicMT-BoldOblique
    /LetterGothicMT-Oblique
    /LucidaConsole
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSansUnicode
    /Mangal-Regular
    /MicrosoftSansSerif
    /MonotypeCorsiva
    /MSReferenceSansSerif
    /MSReferenceSpecialty
    /MVBoli
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Raavi
    /Shruti
    /Sylfaen
    /SymbolMT
    /Tahoma
    /Tahoma-Bold
    /Times-Bold
    /Times-BoldItalic
    /Times-Italic
    /TimesNewRomanMT-ExtraBold
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Times-Roman
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /Tunga-Regular
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /Vrinda
    /Webdings
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /ZapfChanceryITCbyBT-MediumItal
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 200
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Average
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 200
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Average
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 400
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 600
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create PDFs that match the "Recommended"  settings for PDF Specification 4.01)
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [612.000 792.000]
>> setpagedevice


